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§141.31 Reporting requirements.

(a) Except where a shorter period is
specified in this part, the supplier of
water shall report to the State the re-
sults of any test measurement or anal-
ysis required by this part within (1)
The first ten days following the month
in which the result is received, or (2)
the first ten days following the end of
the required monitoring period as stip-
ulated by the State, whichever of these
is shortest.

(b) Except where a different reporting
period is specified in this part, the sup-
plier of water must report to the State
within 48 hours the failure to comply
with any national primary drinking
water regulation (including failure to
comply with monitoring requirements)
set forth in this part.

(c) The supplier of water is not re-
quired to report analytical results to
the State in cases where a State lab-
oratory performs the analysis and re-
ports the results to the State office
which would normally receive such no-
tification from the supplier.

(d) The public water system, within
10 days of completing the public notifi-
cation requirements under subpart Q of
this part for the initial public notice
and any repeat notices, must submit to
the primacy agency a certification that
it has fully complied with the public
notification regulations. The public
water system must include with this
certification a representative copy of

Filter Test Method for Detection and Identi-
fication of Coliform Bacteria and Escherichia
coli in Finished Waters,” November, 2000.
Version 1.0. EMD Chemicals (affiliate of
Merck KGaA, Darmstadt, Germany), 480 S.
Democrat Road, Gibbstown, NJ 08027-1297.

22Hach Company Method, ‘‘Hach Company
SPADNS 2 (Arsenic-free) Fluoride Method
102256—Spectrophotometric Measurement of
Fluoride in Water and Wastewater,”” January
2011. 5600 Lindbergh Drive, P.O. Box 389,
Loveland, Colorado 80539. (Available at http:/
www.hach.com.)

28Hach Company Method, ‘‘Hach Company
TNTplus™ 835/836 Nitrate Method 10206—
Spectrophotometric Measurement of Nitrate
in Water and Wastewater,” January 2011.
5600 Lindbergh Drive, P.O. Box 389, Lioveland,
Colorado 80539. (Available at hittp:/
www.hach.com.)

§141.33

each type of notice distributed, pub-
lished, posted, and made available to
the persons served by the system and
to the media.

(e) The water supply system shall
submit to the State within the time
stated in the request copies of any
records required to be maintained
under §141.33 hereof or copies of any
documents then in existence which the
State or the Administrator is entitled
to inspect pursuant to the authority of
section 1445 of the Safe Drinking Water
Act or the equivalent provisions of
State law.

[40 FR 59570, Dec. 24, 1975, as amended at 45
FR 57345, Aug. 27, 1980; 66 FR 26022, May 4,
2000]

§141.32 [Reserved]

§141.33 Record maintenance.

Any owner or operator of a public
water system subject to the provisions
of this part shall retain on its premises
or at a convenient location near its
premises the following records:

(a) Records of microbiological anal-
yses and turbidity analyses made pur-
suant to this part shall be kept for not
less than 5 years. Records of chemical
analyses made pursuant to this part
shall be kept for not less than 10 years.
Actual laboratory reports may be kept,
or data may be transferred to tabular
summaries, provided that the following
information is included:

(1) The date, place, and time of sam-
pling, and the name of the person who
collected the sample;

(2) Identification of the sample as to
whether it was a routine distribution
system sample, check sample, raw or
process water sample or other special
purpose sample;

(3) Date of analysis;

(4) Laboratory and person responsible
for performing analysis;

(5) The analytical technique/method
used; and

(6) The results of the analysis.

(b) Records of action taken by the
system to correct violations of primary
drinking water regulations shall be
kept for a period not less than 3 years
after the last action taken with respect
to the particular violation involved.

(c) Copies of any written reports,
summaries or communications relating
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